The use of renewable power sources, like wind power, has been increased recently due to climatic changes caused by fossil fuels and fast depletion of fossil fuels. This has lead to the tremendous increase in the interconnection of wind turbines to power system grid. This interconnection on a large number in to grid causes problems such as power quality, maintaining system voltage, reactive power compensation, control of grid frequency and aspects of power system grid stability. In this proposed scheme, a fuzzy logic based controller is employed for a STATCOM to improve the power quality. The proposed control scheme supplies the required reactive power to the system and thus relieves the source, leading to Unity Power Factor (UPF) at the source and also it injects currents to reduce total harmonic distortion (THD) to satisfy IEC standard. For extracting the reference currents, an instantaneous reactive power theory based control algorithm is employed. To determine the effectiveness of the proposed fuzzy logic controller, a comparative analysis is also performed with a PI controller and the results have been presented.
INTRODUCTION
Concern for increasing price of energy, climatic changes because of fossil fuels, rapid decline of fossil fuel reserves and the need to decrease green house gas emissions, these factors lead to the rapid growth of the sustainable energy sector. Among all the sustainable power sources, wind energy sector has undergone enormous progress recently due to its clean and economical nature [1] [2] . During the past few years, wind turbines (WT) installations for both standalone and grid connected has been increased to a great extent in the entire world. For example, in European Union (EU) 12,800 MW of wind turbines were installed during 2015, an increase of 6.3 % when compared to 2014. Wind power installations alone contributed for 44.2 % of total power installations in EU in 2015. Wind energy installations are present is more than 80 countries globally and 28 countries are having more than 1 GW installation capacity [3] [4] .
The Power Quality (PQ) of the power system grid will be influenced on incorporating Wind Energy Conversion System (WECS) in to the power system grid. The WECS is most commonly equipped with Induction Generator (IG) for generating electric power. The use of IG has merits like: economical, robustness, compact size, brushless construction (in squirrel cage arrangement), almost maintenance free, not necessary to have DC source for magnetization and inbuilt protection for overloads and short circuit. On the other hand, an IG takes reactive current for producing the necessary magnetic flux and thus the source is forced to supply the reactive power for the IG [5] .
During the last decade, the grid integration of wind turbines has been increasing tremendously, leading to change of role of WECS from a minor power source to major power source, like thermal power stations, in the grid. Utilities consider the wind energy as the risky source in the aspects of the PQ and the PQ is considered as the complex issue in the grid connected WECS. The PQ of the WECS must be assessed on the basis of international standards and guidelines and it was initiated by International Electrotechnical Commission (IEC) in 1995. IEC issued a draft IEC-61400-21 standard for certifying the PQ requirements for grid connected WTS in the year 1998. Later, IEC published the first edition of IEC-61400-21standard in the year 2001 and then the second edition in the year 2008. Recently, measurement of the sub grouped harmonics, interharmonics and higher frequency harmonics is treated in IEC 61000-4-7 [6, 7] .
Induction generator based isolated wind energy generation system studies is available in literature. Authors in [8] have proposed series compensated PWM inverter with a battery for regulating PQ aspects like voltage and frequency. Dynamics and stability analysis and control of WECS using an IG have been reported in [9] , [10] . Control schemes for voltage and frequency control of isolated WECS based on IG has been reported in [11] and [12] . The effects of penetration of wind power in to the power system grid are no longer negligible as more number of wind generators is being integrated in to the grid. The study of the effects of grid integration of wind energy is available in the literature. Authors in [13] have investigated the mitigation of voltage fluctuations caused by turbulence using STATCOM. In [14] , a STATCOM has been utilized to mitigate the voltage fluctuations and to improve fault ride through capability of grid connected wind farm with fixed speed IG.
The control strategy employed here is the conventional vector control with the negative sequence voltage feed-forward control, where the conventional vector control shall take care of PCC voltage and DC link voltage of STATCOM and the other control effectively suppressed over current of STATCOM. In [15] , a STATCOM is utilized to overcome the PQ problems like voltage fluctuations and harmonics, but here the authors did not provide many details about control strategy employed. In [16] , a STATCOM with a Battery Energy Storage System (BESS) is employed to overcome the PQ problems with the integration of wind farm with abundant wind power to the existing grid in the Southern California Edison power system. The proposed STATCOM-BESS system prevents the power system from collapsing under critical contingencies and provides voltage support. The BESS contributed to minimize wind power variations and to control wind farm output with in a preset values. In [17] , the STATCOM is employed with SPWM technique having decoupled control to compensate the reactive power of wind farm. The controller in this paper is based on partial linearization and the control parameters are modulation ratio (M) and phase difference angle (δ) to obtain improved STATCOM dynamic response and flexible reactive power control.
However, to ensure linearization accuracy, which makes the control of dc voltage slower, leading to large dc capacitance to ensure dc voltage stiffness. In [18] , a STATCOM-BESS has been proposed to address two problems: PQ and stability. Two control strategies have been proposed, one for the PQ improvement by reducing the voltage fluctuations and the other for improving the WT stability. In [19] , STATCOM is employed to minimize voltage fluctuations at Point of Common Coupling (PCC) and voltage instability during grid faults. Two different control schemes have been proposed; first one is based on conventional PI control and the other is a nonlinear control scheme based on input-output feedback linearization (IOL). Both the controllers performed equally well in flicker mitigation and transient PCC voltage regulation but IOL is better in transient dc-link voltage regulation. However, achieving the required power quality norms and reactive power compensation of the grid connected WECS using Fuzzy Logic Controller (FLC) based STATCOM by employing IRPT for extracting the reference currents for grid synchronisation has received a very little research attention.
In this paper, WECS with induction generator, connected to the grid consisting of the nonlinear load is considered for detailed study of the associated PQ problems and reactive power compensation. The IRPT based control algorithm extracts reference currents for grid synchronisation. The reference currents are compared with the actual currents and the error is fed to the Bang-Bang Current Controller (BBCC), which generates the switching signals to the STATCOM. The proposed controller provides reactive power to nonlinear load and induction generator and thus maintains UPF at the source side and also reduces THD in the system to the prescribed limits. To determine the effectiveness of the proposed FLC, a comparative analysis is also performed with a PI controller.
CONFIGURATION OF GRID CONNECTED WIND ENERGY CONVERSION SYSTEM
The proposed grid connected WECS for power quality enhancement is shown in Figure 1 . The system consists of wind turbine, non linear load and STATCOM, all connected to grid. The details of the proposed control scheme are shown in Figure 2 . The proposed control scheme shall take grid voltages, source currents, load currents and DC link capacitor actual and reference values as inputs. The control scheme shall produce desired switching pulses for the STATCOM as the output, so as to switch the STATCOM to inject currents in order to obtain the desired power quality norms. 
Wind Energy Conversion System (WECS)
The Wind turbine is coupled to generator so as to convert the kinetic energy of the wind to rotating torque for the generator. Normally 3-Φ alternators, PMSG and IGs are used as generators in WECS. PMSG and squirrel cage IG are popular because of reliability and economy. In the proposed grid connected system, the WT used is constant speed with pitch control. The squirrel cage induction generator is used in the proposed system because of economical, simple and rugged construction, no need of DC excitation, and has natural protection for short circuit [20] . The total power available in the wind is
Where A is area swept by WT blade in m 2 , ρ is air density in kg/m 3 , is the wind speed in m/s. WT extracts a portion of power in wind, as given by
Where C p is the power coefficient of WT. The electrical power output is then [21] =
Where is the mechanical system efficiency and is the efficiency of the generator.
Static Synchronous Compensator (STATCOM)
In recent times, a Voltage Source Inverter (VSI) based advanced static var compensators, also known as STATCOM, is utilized for reactive power control [22] . The STATCOM is also a VSI, but connected to a grid system rather than to a passive load. The magnitude and phase angle of the STATCOM are controlled to achieve the desired reactive power control. Depending on the voltage magnitude of STATCOM, it behaves like an inductor or capacitor. If voltage value is higher than the grid voltage, it behaves as a capacitor, for a less voltage than grid, it behaves like an inductor. Therefore by continuous voltage variation, the reactive power output of STATCOM shall be varied continuously [22, 23] .
CONTROL SCHEME 3.1 Extraction of Reference Currents using IRPT for Grid Synchronization
Instantaneous Reactive Power Theory (IRPT) is used for extracting reference currents for grid synchronisation. The details of this control strategy are shown in Figure 3 -2  2  2  3  3  3  0  -2 2
Figure 3. Block diagram of control scheme for reference current extraction
The instantaneous active and reactive
The above powers shall have both DC and AC components The obtained reference currents shall be in α-β coordinate system and by applying inverse Clark's transformation, the obtained α-β coordinate system reference currents are transformed to abc frame. 
Bang-Bang Current Controller (BBCC)
In the BBCC, hysteresis comparator controls the steady-state error by varying the hysteresis bandwidth (HB).In this paper, a two level hysteresis comparator namely, lower hysteresis band (LHB) and upper hysteresis band (UHB) is employed to determine the steady-state error. The actual currents are measured by sensors and the reference currents are calculated using Eq. reference currents, a current error is obtained, which is fed to a BBCC. The BBCC shall generate switching signals for IGBTs of STATCOM [27, 28] . Figure 4 shows the method for obtaining switching signals.
Fuzzy Logic Controller (FLC)
Recently, a lot of interest has been shown in the research of applications of FLC. FLC is an expert system, which tries to implement human knowledge in the form of if-then rules. In the conventional control systems, like PI and PID controllers, rigorous mathematics is needed to model the system and if the mathematical model is not known, then the conventional controllers cannot be designed. The structure of FLC consists of four parts, namely, Fuzzification, knowledge base, inference and defuzzification [29, 30, 31] .
In this paper, the PI controller is now replaced with a FLC, as shown in Figure 5 . The inputs to the FLC are error and change in error and the output of the FLC is P loss . The two inputs variables and one output variable are fuzzified by using the seven fuzzy sets: NL (negative large), NME (negative medium), NS (negative small), Z (zero), PS (positive small), PME (positive medium), and PL (positive large). The normalized membership functions for input and output variables are shown in Figure 6 . The knowledge is represented in the form of rules as indicated in Table 1 . Inference is done using Mamdani's min operator and finally, the output is converted to crisp set by defuzzification using centroid method. 
RESULTS AND ANALYSIS
The system considered for power quality improvement, as shown in Figure 1 , is simulated using MATLAB/SIMULINK. The power quality of the system is mainly affected by the nonlinear load and wind turbine. In this paper, to have the comparative analysis of the performance of the proposed FLC based STATCOM with IRPT based control scheme, the proposed system is also simulated without STATCOM and then with PI controller STATCOM.
System performance without STATCOM and its controller
Due to nonlinear load, the load current is not sinusoidal, as it is clear from Figure 7 (a) and this load current cause the source current distortions, as shown in Figure 7 (b). The THD of the source current is 26.12 %, as shown in Figure 8 and it is highly undesirable. Both nonlinear RL load and induction generator consume reactive power causing power factor at the source lagging, as it is clear from Figure 9 . Error  NL  NME  NS  Z  PS  PME  PL  NL  NL  NL  NL  NL  NME  NS  Z  NME  NL  NL  NL  NME  NS  Z  PS  NS  NL  NL  NME  NS  Z  PS  PME  Z  NL  NME  NS  Z  PS  PME  PL  PS  NME  NS  Z  PS  PME  PL  PL  PME  NS  Z  PS  PME  PL  PL  PL  PL  Z  PS  PME  PL  PL 
System performance with STATCOM and its IRPT based controller with PI controller
The same system is simulated with the STATCOM and its IRPT based controller with PI controller. Due to non-linear load, the load current is highly distorted, as shown in Figure 7 (a). Because of this load, harmonics are injected to source current also, but the STATCOM injected current shall cancel out the harmonics, thus causing the source current to be sinusoidal with a THD of 4 % as shown in Figure 10 . Figure  11 shows the waveform of source voltage and source current and from this waveform it can be seen that that the UPF is maintained. 
System performance with STATCOM and its IRPT based controller with FLC
The same system is simulated with the STATCOM and its IRPT based controller with FLC. Because of non-linear load, harmonics are injected to source current also, but the STATCOM injected current shall cancel out the harmonics, thus causing the source current to be sinusoidal with a THD of 3.39 % as shown in Figure 12 . Figure 13 shows the waveform of source voltage and source current and it can be seen that that the UPF is maintained. Figure 14 shows the response of DC link voltage with both the controllers and it can be seen that the response is better with FLC. 
CONCLUSION
The power quality improvement of grid connected WECS using fuzzy logic controller based STATCOM with IRPT based control scheme has been presented in this paper. The test system has nonlinear RL load and WECS integrated with induction generator, which causes the potential power quality problems. The proposed controller shall inject currents in to the grid and reduces the source current THD from 26.12 % to 3.39 %. The controller shall also supply the required reactive power for the load and induction generator and thus helps to maintain UPF at the source. The IRPT based STATCOM with FLC has superior performance when compared to IRPT based STATCOM with PI controller as THD values are 3.39 % and 4 % respectively. The grid connected WECS with IRPT based STATCOM with FLC has shown the outstanding performance by satisfying the power quality norms as per the IEC standard.
